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TECHNICAL POLICY 
 

13 – 17 Supply Piping in Protected Areas 
 
 

Original Issue: August 1990  
Revised: April 2006 

 
 

In newly constructed buildings, water supplies and mains for sprinkler systems shall be located only 
in areas protected by sprinklers. 
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