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1. When fire pumps are supplied by 2 sources of power, the automatic transfer switch shall be listed 

for fire pump service and located in the pump room. The transfer switch shall meet all of the 
requirements of NFPA - 20. 

 
2. Wiring from the emergency generator to the fire pump transfer switch shall be direct and is not to 

be routed through other transfer switches. 
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